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T—INDICATES INTEGRAL

BREAKER INTERRUPTING CAPACITY: BRACED FOR MINIMUM 22,000
22,000 PANEL SCHEDULE AMPS SYMMETRICAL
120/208V, 36, 4W 11 SURFACE MOUNTED
250 AMP MAIN BRFAKER
BREAKER | KVA/PHASE | KVA/PHASE | BREAKER
CKT EQUIPMENT SERVED EQUIPMENT SERVED | CKT
TRIP IPOLE| A B | C A B | C |POLE|TRIP
7 [LIGHTING 20 3 9 20 |RECEPT. 2
3 1.1 72 4
5 14 72 6
7 1.4 72 8
9 4 72 10
11 3 54 12
13 9.4 54 14
15 [AU-TQD 100 3 9.4 36 16
17 9.4 1.0 MOTORIZED DOOR 18
19 2.0 6 RECEPT. EWC 20
21 [HPU=1A (D 35 3 2.0 5.0 2 60 |LIFT TRUCK CHARGER 22
23 2.0 5.0 { { 1 24
25 2.0 18 2 30 |INSTANTANEOUS WATER HEATER 26
27 |HPU-1B (D 35 3 2.0 1.8 { 1 28
29 | i i 2.0 1 20 |SPARE 30
31 [COMM OUTLET 30 2 [ 10 32
33 i i i 1.0 34
35 |SPACE 20 36
37 38
39 40
A 42
TOTAL CONNECTED KVA _ 20.66 _ 24.50 _ Mm.um_ —PROVIDE WITH INTEGRAL 160 KA SURGE SUPPRESSOR
A B C (DHACR C.B. VERIFY SIZE REQUIRED FOR EQUIPMENT FURNISHED
ISTING PRIMARY EW PRIMARY
JUNCTION CABINET JUNCTION CABINET EXISTING PAD MOUNTED TRANSFORMER
AT EXISTING BUILDING. SEE SITE PLAN
AR AA AR EA TRANSEORMER A1 1
TRANSFORMER AT WAREHOUSE
/N /N /N /\ /N N /N N\ T 1125 _A<>. 12470/
120/208V, 36, 4W
— T M%,\_om HURLBURT STD METER
A A Ry I I\
T ot A - .
EXISTING UNDERGROUND PRIMARY wwsm% wh_w__d_% ﬁ%ﬂ mw_mm% B /vl
REMOVE PORTION REWORK EXISTING PORTION OF NEW UNDERGROUND PRIMARY B

VERIFY SIZE)

OF EXISTING PRIMARY

REMOVE EXISTING

EXISTING UNDERGROUND PRIMARY
TO NEW PRIMARY JUNCTION CABINET
(REWORK EXISTING DUCT AS REQUIRED.

3#250 MCM, 15 KV WITH CONCENTRIC _Alimmo MCM, 3°C

NEUTRAL IN 5" DUCT. PROVIDE

1-SPARE 5" DUCT
CABLE AND INSTALL

NEW COMPLETE FROM NEW JUNCTION

CABINET TO EXISTING TRANSFORMER) -
3#250 MCM, 15 KV WITH CONCENTRIC

NEUTRAL

POWER RISER DIAGRAM

(1) PROVIDE 200:5 CT IN TRANSFORMER
GENERAL NOTES

—POWER OUTAGE SHALL BE COORDINATED WITH CONTRACTING OFFICER. POWER
OUTAGE AT EXISTING PRIMARY JUNCTION CABINET SHALL BE LIMITED TO 2 HOURS
DURATION.

—POWER OUTAGE TO EXISTING PAD MOUNTED TRANSFORMER SHALL BE SCHEDULED
FOR A WEEKEND MAXIMUM 48 HOUR OUTAGE
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NPOWER PLAN

SCALE: 1/4"= 1'-0"
Av. O. Av. m.

GRAPHIC SCALE 1/4"=1"-0"

KEY NOTES

@_umoscm CONNECTION FOR MOTORIZED DOOR. PROVIDE ALL REQUIRED ROUGH-IN
AND WIRING FOR POWER AND CONTROLS IN ACCORDANCE WITH MANUFACTURERS
SHOP DRAWINGS

@_zm;z.;z_mocm WATER HEATER. PROVIDE 30/2 TOGGLE SWITCH DISCONNECT

(3)208 VOLT, 30 AMP OUTLET NEMA L6-30R
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